DEPARTMENT OF THE ARMY
FORT WORTH DISTRICT, CORPS OF ENGINEERS
P. 0. BOX 17300
FORT WORTH, TEXAS 76102-0300
REPLY TO

ATTENTION OF September 10, 2003

Contracting Division

Planholders:

1. Reference is made to Solicitation No. DACA63-03-B-0010, FY 03 PN 059443,
Brigade Command and Control Facility, Fort Hood, Texas.

2. Enclosed is an answer to a contractor question that was submitted to this office
for the referenced solicitation.

3. This enclosure is for information purposes only and is not a part of the
Invitation For Bid.

Sincerely,

MD. Feller

Contract Specialist

Enclosure



Q1. Specifications 16710A calls for Cat 6 Cable horizontal. Plans show Cat 5e cable.
Which do we use?

A1. CAT 5e cable is required.



